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(ii) Your gasoline dispensing facility 
is in compliance with an enforceable 
State, local, or tribal rule or permit 
that contains requirements of either 
paragraphs (b)(3)(i)(A) or (b)(3)(i)(B) of 
this section. 

(4) You must submit a Notification of 
Performance Test, as specified in 
§ 63.9(e), prior to initiating testing re-
quired by § 63.11120(a) and (b). 

(5) You must submit additional noti-
fications specified in § 63.9, as applica-
ble. 

[73 FR 1945, Jan. 10, 2008, as amended at 73 
FR 12276, Mar. 7, 2008] 

§ 63.11125 What are my recordkeeping 
requirements? 

(a) Each owner or operator subject to 
the management practices in § 63.11118 
must keep records of all tests per-
formed under § 63.11120(a) and (b). 

(b) Records required under paragraph 
(a) of this section shall be kept for a 
period of 5 years and shall be made 
available for inspection by the Admin-
istrator’s delegated representatives 
during the course of a site visit. 

§ 63.11126 What are my reporting re-
quirements? 

Each owner or operator subject to 
the management practices in § 63.11118 
shall report to the Administrator the 
results of all volumetric efficiency 
tests required under § 63.11120(b). Re-
ports submitted under this paragraph 
must be submitted within 180 days of 
the completion of the performance 
testing. 

OTHER REQUIREMENTS AND INFORMATION 

§ 63.11130 What parts of the General 
Provisions apply to me? 

Table 3 to this subpart shows which 
parts of the General Provisions apply 
to you. 

§ 63.11131 Who implements and en-
forces this subpart? 

(a) This subpart can be implemented 
and enforced by the U.S. EPA or a dele-
gated authority such as the applicable 
State, local, or tribal agency. If the 
U.S. EPA Administrator has delegated 
authority to a State, local, or tribal 
agency, then that agency, in addition 
to the U.S. EPA, has the authority to 

implement and enforce this subpart. 
Contact the applicable U.S. EPA Re-
gional Office to find out if implementa-
tion and enforcement of this subpart is 
delegated to a State, local, or tribal 
agency. 

(b) In delegating implementation and 
enforcement authority of this subpart 
to a State, local, or tribal agency 
under subpart E of this part, the au-
thorities contained in paragraph (c) of 
this section are retained by the Admin-
istrator of U.S. EPA and cannot be 
transferred to the State, local, or trib-
al agency. 

(c) The authorities that cannot be 
delegated to State, local, or tribal 
agencies are as specified in paragraphs 
(c)(1) through (3) of this section. 

(1) Approval of alternatives to the re-
quirements in §§ 63.11116 through 
63.11118 and 63.11120. 

(2) Approval of major alternatives to 
test methods under § 63.7(e)(2)(ii) and 
(f), as defined in § 63.90, and as required 
in this subpart. 

(3) Approval of major alternatives to 
recordkeeping and reporting under 
§ 63.10(f), as defined in § 63.90, and as re-
quired in this subpart. 

§ 63.11132 What definitions apply to 
this subpart? 

As used in this subpart, all terms not 
defined herein shall have the meaning 
given them in the Clean Air Act (CAA), 
or in subparts A and BBBBBB of this 
part. For purposes of this subpart, defi-
nitions in this section supersede defini-
tions in other parts or subparts. 

Dual-point vapor balance system means 
a type of vapor balance system in 
which the storage tank is equipped 
with an entry port for a gasoline fill 
pipe and a separate exit port for a 
vapor connection. 

Gasoline cargo tank means a delivery 
tank truck or railcar which is loading 
gasoline or which has loaded gasoline 
on the immediately previous load. 

Gasoline dispensing facility (GDF) 
means any stationary facility which 
dispenses gasoline into the fuel tank of 
a motor vehicle. 

Monthly throughput means the total 
volume of gasoline that is loaded into 
all gasoline storage tanks during a 
month, as calculated on a rolling 30- 
day average. 
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Submerged filling means, for the pur-
poses of this subpart, the filling of a 
gasoline storage tank through a sub-
merged fill pipe whose discharge is no 
more than the applicable distance spec-
ified in § 63.11117(b) from the bottom of 
the tank. Bottom filling of gasoline 
storage tanks is included in this defini-
tion. 

Vapor balance system means a com-
bination of pipes and hoses that create 
a closed system between the vapor 
spaces of an unloading gasoline cargo 
tank and a receiving storage tank such 
that vapors displaced from the storage 
tank are transferred to the gasoline 
cargo tank being unloaded. 

Vapor-tight means equipment that al-
lows no loss of vapors. Compliance with 
vapor-tight requirements can be deter-
mined by checking to ensure that the 
concentration at a potential leak 
source is not equal to or greater than 
100 percent of the Lower Explosive 
Limit when measured with a combus-
tible gas detector, calibrated with pro-
pane, at a distance of 1 inch from the 
source. 

TABLE 1 TO SUBPART CCCCCC OF PART 
63—APPLICABILITY CRITERIA AND 
MANAGEMENT PRACTICES FOR GASO-
LINE DISPENSING FACILITIES WITH 
MONTHLY THROUGHPUT OF 100,000 
GALLONS OF GASOLINE OR MORE 

If you own or operate Then you must 

1. A new, reconstructed, or existing GDF subject 
to § 63.11118.

Install and operate a vapor balance system on your gasoline storage tanks 
that meets the design criteria in paragraphs (a) through (h). 

(a) All vapor connections and lines on the storage tank shall be equipped 
with closures that seal upon disconnect. 

(b) The vapor line from the gasoline storage tank to the gasoline cargo tank 
shall be vapor-tight, as defined in § 63.11132. 

(c) The vapor balance system shall be designed such that the pressure in 
the tank truck does not exceed 18 inches water pressure or 5.9 inches 
water vacuum during product transfer. 

(d) The vapor recovery and product adaptors, and the method of connec-
tion with the delivery elbow, shall be designed so as to prevent the over- 
tightening or loosening of fittings during normal delivery operations. 

(e) If a gauge well separate from the fill tube is used, it shall be provided 
with a submerged drop tube that extends the same distance from the 
bottom of the storage tank as specified in § 63.11117(b). 

(f) Liquid fill connections for all systems shall be equipped with vapor-tight 
caps. 

(g) Pressure/vacuum vent valves shall be installed on the storage tank vent 
pipes. For systems where vapors from vehicle refueling operations are 
not recovered, the positive cracking pressure shall be 13.8 inches of 
water and the negative cracking pressure shall be 6.9 inches of water. 
For systems where vapors from vehicle refueling operations are recov-
ered (Stage II controls), the positive cracking pressure shall be 3 inches 
of water and the negative cracking pressure shall be 8 inches of water. 
Deviations of within ± 0.5 inches of the specified positive cracking pres-
sures and ± 2.0 inches of the negative pressure are acceptable. The leak 
rates for pressure/vacuum valves, including connections, shall be less 
that or equal to 0.17 cubic foot per hour at a pressure of 2.0 inches of 
water and 0.21 cubic foot per hour at a vacuum of 4 inches of water. 

(h) The vapor balance system shall be capable of meeting the static pres-
sure performance requirement of the following equation: 

Pf = 2e¥500.887/v 

Where: 

Pf = Minimum allowable final pressure, inches of water. 
v = Total ullage affected by the test, gallons. 
e = Dimensionless constant equal to approximately 2.718. 
2 = The initial pressure, inches water. 

2. For new or reconstructed GDF, or new storage 
tank(s) at an existing affected facility subject to 
§ 63.11118.

Equip your gasoline storage tanks with a dual-point vapor balance system, 
as defined in § 63.11132, and comply with the requirements of item 1 in 
this Table. 

EFFECTIVE DATE NOTE: At 73 FR 35944, June 
25, 2008, Table 1 sot subpart CCCCCC of part 
63 was amended by revising the entry 1.(g), 
effective September 23, 2008. For the conven-
ience of the user, the revised text is set forth 
as follows: 

TABLE 1 TO SUBPART CCCCCC OF PART 
63.—APPLICABILITY CRITERIA AND 
MANAGEMENT PRACTICES FOR GASO-
LINE DISPENSING FACILITIES WITH 
MONTHLY THROUGHPUT OF 100,000 
GALLONS OF GASOLINE OR MORE 
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